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Attachment 1 

Inspection Form 



 

  

POST-CLOSURE INSPECTION FORM 

GENERAL ELECTRIC COMPANY - PITTSFIELD, MASSACHUSETTS 
BUILDING 71 ON-PLANT CONSOLIDATION AREA (OPCA) 

I. Inspection Information 
Inspection Date: September 28, 2007 (Friday) Weather Conditions: Variable Clouds/48-66ºF 

Winds WNW 5-10 MPH 
Inspection Area: Building 71 OPCA Final Cover and ancillary site components 

Performed by: Robert J. Papallo (ARCADIS-BBL) 

Time Arrived: 9:00 AM Time Departed: 9:40 AM 

Date of Prior Inspection: June 1, 2007 (Friday) 

II. Observations 

A. Site Access Road 
1. Is there excessive cracking, potholes, visible fissures, or spalling? 
2. Are the subbase materials exposed in an unsatisfactory manner? 

B. Final Cover Access Road 
1. Is there excessive erosion or rutting of road surface? 
2. Is there undesirable vegetative growth? 

C. Site Security 
1. Are the access gates and locks in operating condition? 
2. Is the perimeter fence in satisfactory condition (i.e., in proper position, adequately secured to fence posts, etc.)? 
3. Are the posted signs on the perimeter fence securely attached to fence and visible? 

D. Final Cover System 
1. Are there bare spots (i.e., areas void of vegetation) or exposed geosynthetic cover components? 
2. Is there excessive erosion or stressed vegetation? 
3. Is there evidence of burrowing animals? 
4. Is there evidence of settlement? 
5. Is there evidence of ponding water conditions? 
6. Is there sparse or undesirable vegetative growth? 
7. Are the slopes adequate for surface water drainage? 
8. Is there evidence of excessive wheel rutting? 
9. Are cover system drainage layer outlet pipes visible and free of obstructions? 

E. Surface Water Drainage System 
1. Does established vegetation provide adequate erosion protection? 
2. Are there noticeable obstructions (i.e., sediment accumulation, debris, etc.)? 
3. 
4. 

5. 
F. Leachate Handling System 

1. Are the pumps in operating condition? 
2. Are the leachate storage tanks in satisfactory condition? 
3. Is the leachate collection manhole in satisfactory condition? 
4. Are the usable leachate transfer pipes in satisfactory condition? 
5. Is the auto dialer warning system in operating condition? 
6. Is the flow meter in operating condition? 
7. Are the float levels in operating condition? 

G. Perimeter Vegetation 
1. Does the vegetation provide for adequate erosion protection? 
2. 
3. Is there undesirable vegetative growth? 

H. Other 
1. Are there additional conditions that were observed and noted during the inspection? 

Are there bare spots (i.e., areas void of vegetation) or excessive erosion? 

Are the stormwater basin inlet and outlet features (i.e., riprap forebay and concrete manhole) functioning and free 
of excessive sediment and debris buildup? 

Are there bare spots (i.e., areas void of vegetation) or excessive erosion on stormwater basin berm slopes? 

Are the drainage culverts functioning properly (i.e., unobstructed inlet/outlet, pipe ends un-damaged, etc.)? 
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POST-CLOSURE INSPECTION FORM 

GENERAL ELECTRIC COMPANY - PITTSFIELD, MASSACHUSETTS 
BUILDING 71 ON-PLANT CONSOLIDATION AREA (OPCA) 

III. Inspection Observations 
Describe observations from Column B in Section II. Use additional pages if necessary. 

N/A 

IV. Inspection Response Actions 
Describe response actions to be conducted for each observation noted in Section III above. Use additional pages if necessary. 

N/A 

V. Prior Inspections 
Describe response actions conducted to address prior maintenance needs. 

D2. 

D3. 
D6. 
E2. 

F2. Tank access covers were repainted. 

The burrowing animals have been removed from the OPCAs, and their burrow holes have been filled with topsoil and seeded. 
The plateau of the final cover installed in 2006 was reseeded. 

Sideslope erosion was filled with topsoil, regraded, and seeded in conjunction with mid-slope swale construction. Sediment accumulation resulting from erosion along the 
northern toe of the final cover installed in 2006 was removed and riprap was placed along the toe at the designed locations. 

Sediment accumulation within the perimeter ditch on the south side of the Building 71 OPCA was removed and the ditch was restored to the design depth. Regraded areas 
were reseeded and lined with temporary erosion control mat. 

VI. Other Observations 

N/A 
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Description: View of Building 71 OPCA southern sideslope (looking west) 

Description: View of Building 71 OPCA northern sideslope and northern sedimentation basin (looking 
east) 

Description: View of Building 71 OPCA southern sideslope (looking northwest) 
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Description: View of Building 71 OPCA southern sideslope (looking east) 

Description: View of Building 71 OPCA plateau (looking northeast) 

Description: View of Building 71 OPCA northern sideslope and northern sedimentation basin (looking 
southeast) 
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Description: View of Building 71 OPCA southwestern sideslope (looking south) 

Description: View of Building 71 OPCA southeastern sideslope (looking south) 
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